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The s h u t t l e  Operational Data Book (SODB) cons t r a in t s  w i l l  be exceeded by several  
Spac - Transportation System/Operation Pro jec t  Shu t t l e  (STS/OPS) a c t i v i t i e s  re-  
quir ing la rge  power demands; i . e . ,  prelaunch, ascent ,  and deorb i t .  This  document 
presents  the r e s u l t s  of an evaluation of the Orbi te r  Fuel Cell  Powerplant (FCP) 
performance cons t r a in t s  l i s t e d  i n  the SODB ( r e f .  1 ) . The ana lys is  was performed 
using the Shu t t l e  Environmental Control Requirements Evaluation Tool wSECRETfi 
developed by the McDonnell Douglas Technical Service Company of Houston. The 
ana lys i s  incorporates  the e f f e c t s  of FCP l i f e t i m e ,  thermal (coolant  loops)  and 
FCP voltage output on FCP performance. 
2.0 SUMMARY 
Current  e l e c t r i c a l  power s y s t e m  miss ion  a n a l y s i s  by t h e  Consumable Ana lys i s  Sec-  
t i o n  fo r  t h e  STS/OPS mis s ions  i n d i c a t e  FCP usage  w i l l  exceed e x i s t i n g  O r b i t e r  FCP 
performance c o n s t r a i n t s  de f ined  i n  r e f e r e n c e  1. Th i s  document o u t l i n e s  a n a l y s e s  
performed t o  e v a l u a t e  t h e s e  c o n s t r a i n t s .  The r e s u l t s  i n d i c a t e  FCP limits, a s  
def ined  i n  t h e  SODB, are no l o n g e r  v a l i d ,  and changes should  be made t o  r e f l e c t  
c u r r e n t  des ign  limits. These changes ,  i f  i n c o r p o r a t e d ,  w i l l  r e l a x  t h e  FCP con- 
s t r a i n t s  such  t h a t  c u r r e n t  miss ion  d e s i g n  and r e s u l t a n t  power l e v e l s  w i l l  n o t  
v i o l a t e  t h e  r e a l  FCP limits. This  e v a l u a t i o n  i n c o r p o r a t e s  limits f o r  FCP l i fe -  
time, thermal  ( c o o l a n t  l o o p s ) ,  and FCP v o l t a g e  o u t p u t .  A m a t r i x  is provided  t o  
i l l u s t r a t e  t h i s  a n a l y s i s  r e s u l t  f o r  FCP o u t p u t  limits. 
3.0 DISCUSSION 
The eva lua t ion  of t h e  FCP performance limits has  been performed t o  determine if 
t h e  SODB c o n s t r a i n t s  could be modified because each of t h e  STSNPS miss ions  w i l l  
r e q u i r e  power i n  excess  of  t h e  c u r r e n t  power limits dur ing pre launch,  a s c e n t ,  
and d e o r b i t .  
The p red ic ted  power range taken from r e f e r e n c e  2 of t h e  STS/OPS miss ions  w i l l  
range between 14 and 36 k i l o w a t t s .  A t y p i c a l  mission power p r o f i l e  is presented  
i n  f i g u r e  1 .  
The SODB performance c o n s t r a i n t s  i d e n t i f i e d  f o r  the  FCP taken from re fe rence  1 
a r e  as fol lows:  
The a c t i v e  the rma1 ,con t ro l  system (ATCS) FCP h e a t  exchanger ims a des ign re- 
quirement to f u r n i s h  between a minimum o f  40°F and a maximum o f  1 4 0 ~ ~  i n  t h e  
FC-40 coolant  loop i n l e t  i n t o  the  FCP. 
The FCP power output  c o n s t r a i n t s  p e r  f u e l  c e l l  are 7 k i l o w a t t s  cont inuous ,  
10 k i l o w a t t s  f o r  1-hour maximum, 12 k i l o w a t t s  f o r  15 minutes every 3 hours 
and I5 k i l o w a t t s  f o r  12 minutes maxi.IU~m. 
The SODB def ines  a three-FCP continuous ou tpu t  o f  21 k i l o w a t t s  a s  being 
accep tab le .  Any i n c r e a s e  i n  ope ra t ing  ou tpu t  above 21 k i l o w a t t s  w i l l  cause  
FCP damage or  d e t e r i o r a t i o n  t o  t h e  system. This FCP power output  c o n s t r a i n t  
is assumed t o  be determined by t h e  thermal limits wi th in  t h e  f u e l  ce l l  
and/or  the  ATCS coo lan t  loops  a b i l i t y  to remove h e a t .  
Maximum system power output  mast not  exceed 24 k i l o w a t t s  f o r  more than 2 
minutes ( two FCP ' s )  . 
The fo l lowing assumptions were used i n  t h e  eva lua t ion  o f  t h e  FC? c o n s t r a i n t s :  
a .  The maximum temperature l i m i t  i n t o  t h e  FCP v i a  t h e  FC-40 loop is 1 4 0 ~ ~ .  
b. Only t h a  maximum FCP power output  c o n s t r a i n t s  w i l l  be eva lua ted .  
c .  A l l  t h r e e  f u e l  c e l l  power ou tpu t s  are equa l ly  shared.  
d . Spacelab 8-panel r a d i a t o r  conf igura t ion  is assumed. 
e .  The Freon 21 w i l l  have a flow r a t e  through the  FCP h e a t  exchanger of from 
5300 t o  5854 l b / h r  with 2 loops  opera t ing  and from 2650 t o  2927 l b h r  wi th  
one loop opera t ing ,  depending on flow conf igura t ion .  
f. The r a d i a t o r  and f l a s h  evapora tor  combined d e l i v e r  an o u t l e t  coo lan t  tempera- 
t u r e  of  3g°F. 
The i n i t i a l  phase of t h i s  ana lys is  was performed w i t h  the  above assumptions t o  
determine the FCP performance limits tha t  a r e  determined by the coolant f l u id  
~ys t ems  i n  t ransport ing and re jec t ing  the heat created i n  the FCP i t s e l f  and by 
the act ivated equipment u t i l i z i n g  the power. There a re  three f lu id  systems t i e d  
together by interchangers and heat exchangers t h a t  co l l ec t  t h i s  heat =nd r e j e c t  
it v ia  rad ia t ion  and evaporation i n  the ATCS loop ( see  thermal flow a s  presented 
i n  f igure  2 ) .  By assuming the maximum i n l e t  temperature of 140°F i n t o  the FCP 
and determining the flow r a t e  of the coolant loops, one can determine the maxi- 
mum permissible power leve l  t ha t  the oyst.nm can accommodate. Figure 3 presents  
the maximum permissible fue l  c e l l  t o t a l  power output i n  ki lowatts  versus ATCS 
flow ra t e .  Heater operation is another var iable  t ha t  must be considered. Heat 
generated by heaters  is  not rejected v ia  the coolant loops; therefore,  i f  heat- 
e r s  represent 15 t o  25 percent of the  t o t a l  EPS load,  the FCP can be operated 
a t  higher power l eve l s ,  approxisately 48 ki lowatts  a s  indicated by f igure 3. 
Several contingency conditions were evaluated; the te  cases were s e t  up w i t h  cool- 
ant  loop/fuel c e l l  f a i l u r e  ccnditions.  Figures 4 through 6 present the follow- 
ing FCP performance limits w i t h  one ATCS loop and three fue l  c e l l  loops, one 
ATCS loop and two fue l  c e l l  ioops, and one ATCS and one fue l  c e l l  loop. Figures 
3 through 6 should be considered the ATCS-imposed thermal cons t ra in t  on FCP oper- 
a t ion  during STS planning and incorporated i n t o  the SODB. Additional l i m i t s  may 
be imposed by the FCP s tack temperature; these limits a r e  not addressed i n  t h i s  
document. Current STS/OPS power requirements a re  not exceeding the limits de- 
fined i n  f igure  3. 
There a r e  several  other operating cons t ra in ts ,  however, t h a t  w i l l  impact FCP 
operating l eve l s  pr ior  t o  reaching the cons t ra in ts  discussed above. They a r e  
FCP voltage output, ATCS heat re jec t ion  and other  equipment thermal limits, and 
fue l  c e l l  l i f e t ime .  
3.1 FCP YGLTACIE OUTPUT 
The FCP voltage output must be maintained between 27.5 and 32 vol t s .  Figure 6 
provides FCP ,roltage a s  a function of power l e ~ % l s .  As indicated,  the FCP volt-  
age degrades w i t h  ac t ive  hours of FCP use. The caution and harning e lec t ronics  
a r e  s e t  a t  25 vol t s .  A new c e l l  can provide 16 ki lowatts ,  and an old c e l l  can 
provide 12 ki lowatts  and maintain an output voltage above 27.5 vol t s .  Figure 7 
provides the predicted FCP voltage performance. 
3.2 ATCS HEX' REZECTION 
The ATCS heat t ransport  and re jec t ion  must be adequate t o  r e j e c t  the heat pro- 
duced by the FCP and Orbiter equipment and provide an ou t l e t  re turn temperature 
of 3g°F. The d i s t r i bu t ion  of the heat must be monitored due to  s p l i t  flow, such 
a s  between the cabin interchanger and payload heat exchanger and multiple coolant 
loops. Radiators and f lash  evaporator3 a re  used t o  r e j ec t  Orbiter/payload heat 
during f l i g h t .  The rad ia tor  performance w i l l  vary depending on vehicle a t t i t u d e ,  
a l t i t u d e ,  beta angle, and r o l l  angle. For example, predicted rad ia tor  performance 
f o r  +X on V a t t i t u d e  using the curves presented i n  f igures  8 and 9 w i l l  vary 
from 35 t o  140 000 Btu/hr. Backing up the rad ia tors  a re  the f lash  evaporators. 
The topping evaporator will normally provide additional. cooling when heat loads 
exceed radiator capacity. The topping evapo?atole is tested to re jec t  approxi- 
mately 40 000 Btu/hr, w i t h  additional radiator performance picked up when the 
evaporators are employed ( f i g .  10). The high-load evaporator is designed to re- 
ject approximately 100 000 Btu/hr. Both evaporators are l i m i t e d  by the potable 
water loaded on board and generated by the FCP ( f ig .  11 1. Extensive long-term 
usage of t h i s  system is therefore limited. Figure 12 presents the STS/OPS pre- 
dicted heat load range versus FCP power level .  Heat distr ibution around the 
ATCS loop w i l l  also l i m i t  the to ta l  power. The Consumables Analysis Sectiol- r..is 
made several runs, using the nSECRETn program, to identify where in the ATC 
loop one may expect design l i m i t  violation. L i m i t s  are encountered, depending 
on the s ta te  of the pertinent variables, a t  the midbody cold plate discharge tem- 
perature, a t  the fuel c e l l  heat exchanger Freon 40 return temperature and in the 
ATCS heat reject ions capability. 
Figures 13 through 17 present the FCP power level  l i m i t  dictated by ATCS con- 
s t r a i n t s  for  an Orbiter/Spacelab conflsuration. These figures were generated 
using existing performance data for heat s i n k s  and equipment operating limits 
using the nSECRETtl program. The radiator capacity ( ab i l i t y  to  re jec t  heat while 
maintaining a discharge temperat r e  of 38OF) was varied between 10 000 and 150 
000 Btu/hr as an analysis parameter, the same as the percent of' power used by 
the Urbiter heaters. Table I11 presents a sumnary matrix of the integrated 
Orbiter FCP performance limits as determined by t h i s  analysis and includes only 
one point of reference for radiator performance taken from figure 8. As indica- 
ted by the SODB, the ATCS heat rejection can be a limiting factor to FCP power. 
Figures 8 and 3 were taken from reference 4. The curves i n  reference 4 were 
generated by the Mission Planning and Analysis Division ~ ? t h  data provided by 
Engineering and Development Directorate for six a t t i tudes ,  (X-POP, +X on V ,  
+Z SI ,  -Z SI, -X SI,  and +Y SI). Assuming the FES operation w i l l  be equal to 
water generation and operate jointly w i t h  the radiator,  then the cooling l i m i t  
on FCP power w i l l  vary from 14 t o  48 kilowatts. There is,  then, a f l igh t  
design trade-off between power requirement and radiator environment. When 
high-power levels  are required, a favorable radiator environment w i l l  also be 
required. 
3.3 FUEL CELL LIFETIME 
The fuel c e l l  lifetime is degraded as a function of output versus time. Table 
I presents data for  a fuel  c e l l  equivalent l i fet ime w i t h  and without maintenance. 
Maintenance may require that the c e l l  be removed from the Orbiter. Tshle 11 pre- 
sents the predicted fuel c e l l  operation for the f i r s t  33 Shuttle f l i gh t s  taken 
from references 2 and 3. From table I ,  it can be seen that  a new ce l l  may re- 
quire maintenance a f t e r  300 hours using 10 kilowatts continuously and be used 
for 758 hours wi th  maintenance. Maintenance for each ce l l  may be required 
several times to a t t a in  the 758 hours cf useful lifetime. From the table,  i t  
can be seen that  i f  a fuel ce l l  were to supply 15 kilowatts continuously, its 
lifetime (without mintenance) w~~uld be less  than 2 f l igh t  days. 
I t  Is recommended tha t  the FCP output limits a s  defined i n  reference 1 should be 
modified. A summary t ab l e  of the fue l  c e l l  performance limits a r e  provided In 
tab le  111. T h i s  t ab le  ind ica tes  tha t  a 36-kilowatt continuous output should be 
the  upper l i m i t ,  The predicted STS/OPS power requirements exceed the current  
FCP output l i m i t  defined i n  reference 1 but do not exceed the limits outlined i n  
t h i s  ?c:,iment. The ATCS can maintain the FCP Freon 40 return temperature below 
its l i m i t  of 1400F while the FCP is providing 36 ki lowatts  continuously. A t  36 
kilowatts,  the FCP voltage can be maintained above the 27. %volt minimum l i m i t  
i f  the d i s t r i bu t ion  is equal fo r  each fue l  c e l l  and each fuel  c e l l  has some of 
i ts  5000 hours of equivalent l i f e  ( f i g .  7 )  performance remaining. Two other  FCP 
output limits are  cooling and fue l  c e l l  l i fe t ime.  The cooling w i l l  depend on 
the rad ia tor  performance (environmental conditio'm) and the water a f a i l a b l e  fo r  
supplemental cooling. The radiator/cvaporator cooling could l i m i t  the FCP l eve l  
t o  14 ki lowatts ,  however, i n  most a t t i t i ldes  the cooling wi l l  be able  t o  cool the 
FCP loads a t  36 kilowatts.  Evaporator and ammonia boi le r  cooling w i l l  be ade- 
quate a t  36 kilowatts  i f  heater operation represents  a high percentage of the 
t o t a l  load, which sur ren t ly  is estimated ( f i g .  12). The fue l  c e l l  l i fe t ime w i l l  
depend on FCP power requirements. A s  mission power requirements a r e  defiued and 
growth occurs, an inherent monitoring of avai lable  cooling heater operation, and 
fue l  c e l l  l i fe t ime wi l l  be required. With high FCP power requirements, 
increased maintenance must occur a s  well a s  a need for  additional fue l  c e l l s .  
1.  Shut t le  Cperational Data Book. JSC-08934 Vol. 1 ,  Rev. A through Amendment 
73, October 1976. 
2. OFT Nonpropulsive Consumables Analysis. JSC I N  77-3-7, Rev. 1 ,  Atgust 
3 .  General Consumables Analysis for  the F i r s t  26 Shu t t l e  Orbi ter  Operationad 
Fl ights .  JSC I N  78-FM-57, 3ctober 1978. 
4 .  Kolkhorst, H .  E . :  Orbiter Radiator Performance Data. :.lission Planning 
and Analysis Division memorandum FM 26 77-197, November 22, 1977. 
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TABLE 1 . -  FUEL-CELL LIFETIME CHART 
Pd wer 
average, 
k W 
Lifetime (one c e l l )  
without maintenance, 
hr/kWh 
L i f e t i ~ e  (one c e l l )  
w i t h  maintenance, 
hr/kUh 
TABLE I1 .- PREDICTED FLIGHT FCP POWER REQUIREMENTS 
FOR THE FIRST 33 MISSIONS 
F l igh t  
Ind iv idua l  
Duration,  c e l l  average,  
days kwh kW 
5. STS-5 
6 .  STS-6 
7. TDRS A 
8. SBS-A 'GOES-D/ANIK-C/ 1 
11. Spacelab 1 
12. INSAT-l A/SBS-B/RCA-C 
14. I n t e l s a t  V/GOES-E 2 874 6.1 
35. LDEF deploy/SMM r e t r i e v a l  3 1 179 5.5 
16. Space lab  2 9 3 646 5.6 
17. TDRS-D/IND MODE 2 954 6.6 
19. Spacelab 3 8 4 046 7.0 
2 1 . Space lab 4 7 3 5a l  7.0 
TABLE 11 .- Conoluded 
F l i g h t  
Duration, 
days 
1 
10 
2 
1 U 
1 
7 
2 
10 
2 
7 
'i 
' 1  
157 
- - 
Individual 
ce 11 average, 
k W 
7.8 
TABLE I11 .- FCP OPERATING LIMITS SUMMARY 
FUEL CELL OPERATING LIMITS 
1 fue l  c e l l ,  2 fue l  c e l l s ,  3 fue l  c e l l s ,  
kW k W kW 
- 
Thermal (FCP i n l e t / o u t l e t )  
W/O heater/2 STC's loopsa N A N A 3 8 
w/25% heater12 ATCS loops N A N A 4 8 
w/o heaters / l  ATCS loopa 13.5 lb.5 18.5 
w/25% heaters / l  ATCS loop 17 22 24 
Voltage output (27.5 V d.c.1 
Steady s t a t e  new c e l l  
Steady s t a t e  5000-hr c e l l  
2 ATCS l a p  heat rejecticrn 
Attitude +X on V; B = 0' 
h = 150 mi; panels = 8;  
r o l l  = 180' 
rad ia tors  alone 
W/O heaters  
w / Z S k  heaters  
Radiators w i t h  topping evaporator assuming: 
water used = water generated 
W/O hWeers  
w/25% heaters 
Topping and high-load evaporators 
W/O heaters 
w/25% heaters  
a~ssumes ATCS Freon 21 flow r a t e  of 5590 for  two loops and 2795 for  one loop 
( Spacelab configuration).  
b ~ o t  applicable.  
TABLE I11 .- Concluded 
1 fuel c e l l ,  2 fuel c e l l s ,  3 fuel c e l l s ,  
kW kW kW 
Ammonia boiler  
W/O heaters 
w/25% heaters 
ATCS other equiprent l i m i t s  
(Midbody cold plates)  
With 2 ATCS loops 
W/O heaters 
~ 1 2 5 %  heaters 
With 1 loop 
W/O heaters 
w/25% heaters 
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Figure 12.-  STS/OPS p r e d i c t e d  b e a t  l o a d  range versus power ;eve1 






